SERVICE CABINET

120/240 VAC

SINGLE PHASE SERVICE

2-POLE GANGED
60A CMS
BREAKERS

H

CMS

PDA 4

AL R

CIP

AC+ AC-

EG

GANGED MAIN | AC-

EG

DDDD DISCONNECT

120 20
VAC VAC

120 20
VAC VAC

120 20

VAC VAC

120 20
VAC VAC

11

AC-

EG

TRANSFORMER ENCLOSURE
LOCATED AT BASE OF CMS POLE
OR NEXT TO THE SERVICE CABINET
AT DISTRICT'S DISCRETION

MODELS 500/510 CMS SYSTEMS

Title:

Xenon Retrofit Transformer to CIP
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